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Prolsct Prolsct Mame Type of Need Reasons M CiF Regl/Sec Design Digmelsr Length Numbsr Cost Deteof Doc.
Number for Meed Can, Headed Estimate Cost
Rehabilitate Wells #1 R2 Al H | C1 4A |0.23MGD 1 6,10
Rehabilitate Wells #2 R2 Al H {C:i{ 4a | 03MGD 1 6,10
Rehabilitate Wells #5 R2 A1 H i C| 4A [017MGD 1 6,10
Rehabilitate Wells #6 R2 Al H iC! 4a |072MGD 1 6,10
£ 310104 Chiorination for Well #1 N A6 | R | F | 1B | 023MGD 1 6,10
Chlorination for Well #2 Tt A R JF: 1B | 03MGD 1 6,10
Chlorination for Well #5 T1 AB R |[F | 1B |017MGD 1 6,10
ggfgw Chlorination for Well #6 Tt AB R |Fi{ 1B {072MGD 1 6,10
Rehab Mobley Rd Standpipe $2 A1 H [ F | 4A | 015MG 1 6,10
@m Rehab Cayuga Standpipe 82 A1 H F 4A 0.034 MG 1 6,10
24040 Rehab Old Port Gibson Standpipe $2 Al H | F1 4A |0034MG 1 6,10
gRehab Well #1 Surge Vessels 83 Al H F 44 0.004 MG 1 6 10
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{44042 Rehab Well #6 Surge Vessels S3 A1 H I F ! a4A | 0001 MG 1 510
£'84 04 3:Replace Well buildings o R3 A1 R |F | 4A - 5 610
¥ 3444 Rehab Mobley Pumping Station P2 Al H | F 4A 10864 MGD 1 0

Rehab Newman East Pumping P2 Al H | F | 4A [0.144MGD 1 T 10
Station '

Rehab Newman West Pumping P2 AT H { F1 4A (0.288MGD ' 1 ' 10
Station

Water Meter Replacement M8 Al R | F Pry - 0.82 - 1008 | 6 10
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